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Section 14-72 General Standards 

(4) Electrical, heating, ventilation, plumbing, air conditioning equipment, and other service facilities shall 
be designed and/or located so as to prevent water from entering or accumulating within the 
components during conditions of flooding to the regulatory flood protection elevation minus freeboard. 
These include, but are not limited to HVAC equipment, water softener units, bath/kitchen fixtures, 
ductwork, electric/gas meter panels/boxes, utility/cable boxes, appliances (washers, dryers, 
refrigerators, freezers, etc.), hot water heaters and electric outlets/switches.  
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	Proposed Text Amendment to Section 14-72 Required for CRS Compliance

	Text1: 
	Date 1: 3/1/23
	Subject 1: Discuss and Consider Staff Recommended Text Amendment to Section 14-72(4) of the Topsail Beach Code of Ordinances
	Presenter 1: Stephanie Moore, Town Planner
	Brief Summary 1: Staff is recommending a required change to Section 14-72(4) to add a three foot freeboard for service equipment to structures. This text amendment must be adopted before the Town's CRS annual review on August 16, 2023.

Please notice a change in the language from the January meeting. Regulatory Flood Protection Elevation is defined in the ordinance as the base flood elevation plus the freeboard. Adding a freeboard is not necessary.
	Recommend Motion andor Action 1: Recommend/Do Not Recommend
	Funding Source 1: 
	Dropdown1 1: [No Cost]
	Dropdown2 1: [Yes]


